SOUM ATCOM-94-007
Systems Affected: 15,30,60kW TQG Power Units/Plants 

Issued By: 021845Z AUG 94, ATCOM-R-X 

Subject: Safety-of-Use (SOUM), SOUM ATCOM-94-007, Operational, Connection of Tactical Quiet Generator (TQG) PU/PPs. 

Summary: TQGs were fielded without adequate grounding instructions in the TM's. PU/PP TM's direct the connection of a ground wire from the ground rod to the trailer ground stud, but omitted connecting a wire between the ground stud and the ground terminal of the generator set. Following these instructions creates a good trailer ground, but a weak generator ground which has led to reports of minor electrical grounding problems, and minor shocks to soldiers touching PU/PP generator sets in operation. 
The SOUM also provides detailed inspection procedures and corrective measures to be taken.
