SOUM-ATCOM-95-003
Subject: Safety-of-Use (SOUM), SOUM-ATCOM-95-003, Frayed Wires on 5 & 10kW Tactical Quiet Generator 

Summary: A change to the production process routed the main power output cables between the main contractor (K1) and the load terminal board (TB2) into possible contact with the control box and the alternator. Vibration during generator set operation can rub the insulation off the wires. If the insulation on these wire ears off and the copper wire comes in the contact with thousands, the generator housing and the set housing will become electrified. This may or may not trip the short circuit protection device. Depending on the operation of the short circuit protection device, there will be a safety hazard on the generator set housing creating a risk of death or serious injury. 
The SOUM also provides detailed inspection procedures and corrective measures to be taken.
