Removing & Installing Fuel Filler Neck Collar
Tools Needed
A. 1/4" drive socket set -- 5/16" or 8mm and 3/8" or 10mm (use only 6 point sockets). 
B. Open end wrench -- 3/8" or 8mm, 5/16" or 10mm, and a 9/16" or 15mm. 
C. Common screw driver. 
Removal
1. Shut down generator set. Refer to 5kW TM-9-6115-641-24 &24P or 10kW TM 9-6115-642-24 & 24P. 
2. Open left side engine access door and disconnect negative battery cable. 
3. Using figure 6 and 17 of the parts manual (see TM's listed above) and the parts list, proceed with the following: 
a. Remove the front panel item number 18 of parts list (located below the fuel filler neck), maintain hardware for reuse. 
b. Remove front roof panel item number 6 and retain hardware. 
c. Remove filler neck panel (four bolts holding panel can be located through top panel area, disconnect the internal auxiliary fuel line and bottom filler neck clamp, slide unit up out of tank and remove upper filler neck clamp and filler neck collar.
Installation
1. Reverse the procedure of the above.
2. Start engine and check out set. The modification is now complete and the generator can be returned to service. 
